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K 000 INITIAL COMMENTS K 000

 CFR:  42 CFR 483.70 (a)

BUILDING:  01

PLAN APPROVAL:  1962. Renovated in 1994

SURVEY UNDER:  2000 Existing

FACILITY TYPE:  SNF/NF

TYPE OF STRUCTURE:  One (1) story, Type III 

(000) Unprotected

SMOKE COMPARTMENTS:   Five (5) smoke 

compartments.

COMPLETE SUPERVISED AUTOMATIC FIRE 

ALARM SYSTEM Installed in 1991 and upgraded 

in 1994.

FULLY SPRINKLED, SUPERVISED (Wet 

SYSTEM) Installed in 1994

EMERGENCY POWER:  Type II Diesel 

Generator installed in 1979. 

A life safety code survey was initiated and 

concluded on 11/08/12.  The facility was found to 

be in compliance with the Requirements for 

Participation for Medicare and Medicaid.
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Any deficiency statement ending with an asterisk (*) denotes a deficiency which the institution may be excused from correcting providing it is determined that 

other safeguards provide sufficient protection to the patients. (See instructions.)  Except for nursing homes, the findings stated above are disclosable 90 days 

following the date of survey whether or not a plan of correction is provided.  For nursing homes, the above findings and plans of correction are disclosable 14 

days following the date these documents are made available to the facility.  If deficiencies are cited, an approved plan of correction is requisite to continued 

program participation.
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